OFFICE OF THE MEDICAL SUPERINTENDENT
J.N MEDICAL COLLEGE HOSPITAL
ALIGARH MUSLIM UNIVERSITY ALIGARH

TO SUBSTITUTE ONE BEARING THE SAME NUMBER & DATE

CORRIGENDUM

FOR

ELECTRIC TRACTION ELEVATOR

Reference Tender No. JNMCH/EH/40/2019-20
Issued vide D.No. 1063/MCH dated: 07/11/2019

Date of submission of bid 027-11-2019 at 12:00 Noon &
Tech. Bids will be opened on 28-11-2019 at 12:00 Noon in the Office of the Medical
Superintendent, JNMCH, AMU Aligarh

Following corrections be made in the specification & in terms and conditions on the pages as
mentioned below:
1. **Civil Requirements**
   - Clear Inside shaft (required) -1900mm Width -2450mm Depth
   - Pit depth-1350mm-1600mm
   - Headroom height-4100mm-4500mm
2. **Elevator specifications**
   - Car size-1050mm(W)x2100mm(D)x2139mm(H)/1100x2000x2200/as per IS
3. **Car design**
   - Granite flooring finish in black sea/as per JLPL standard
   - Only half height mirror on rear car panel
4. **Car operating Panel**
   - Stainless steel Braille button with S.S Cover push button-orange colour to be provided.
   - Dot Matrix Led D & P Indicators in Car & Landing orange colour to be provided.
   - **Delete**- Stylish, touch sensitive glass panel
5. **Standard features**
   - 2hour/1 hour fire rated landing doors.
   - Automatic evacuation to nearest floor ARD with help of ARD with batteries.

**Terms and conditions**
1- Dismantling of the existing system will be carried out by the party.
2- Buyback option will be optional/Negotiable.
3- 6-8 weeks for the completion of the work.
4- Payment after installation and satisfactory report.
5- The Equipment/system should be USFDA/CE European/IS 14665 approved product.
6- After sales service on working days & in emergency 24x7
7- Onsite training to doctors/Technicians/staff is to be provided by supplier for operation and
   maintenance of the equipment after successful installation of the machine, as per direction of
   user department.